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SOUND ATTENUATION
BLANKET 4'-0" EA.
SIDE OF PARTITION

WALL [ATERAL BRACING:
12 GA. STL WIRE @ 5'-0" 0.C. BOTH
SIDES, EXTEND AT 45,ANGLE FROM

PARTITION HEAD TO STRUCTURE ABOVE.
SUSPENDED TILE CEILING
< NEOPRENE FOAM TAPE

CONT BETWEEN BLOCKS

CONT. METAL CASING BEAD
FASTEN RUNNER TO CLG SUPPORT

AT "S” WALL TYPE —

CENTERLINE STUD
ON PLANNING
GRID MODULE OR

AS DIMENSIONED

=

@ 2'-0" OC THRU NEOPRENE BLOCKS

SECTION: TYPE "C” PARTITION HEAD

SOUND ATTENUATION. BLANKET @ S
SEE PLANS FOR PARTITION TYPE

ACOUS SEALANT @ $§
o TOP OF SLAB

M354-1P

@STUDS EXTEND TO ACOUSTICAL TILE CEILING
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SEE 1/T6.4 FOR SEISMIC
SEISMIC BRACING REQ’S.
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— SUSP

~ g BD CLG
1\ TAPE

4 ACOUS SEALANT
FASTEN RUNNER
TO CLG SUPPORT

@ 2'-0" oC

——t——RUNNER
CHANNEL

GYP

OVER

SOUND ATTEN
BLANKET

SEE PLANS FOR
PARTITION TYPE

TOP OF SLAB

e ACOUS SEALANE W S

PARTITION RATING

N | non comsusmeLe
1 | 1 Hour

? | 2 HowR

S | 3 Howr

4 | 4 Howr |

(N.13C29

PARTITION RATING
PARTITION DETAIL NUMBER

PARTITION HEAD CONDITION

STUD DIMENSION
INSULATION TYPE

S= SOUND ATTENUATION BLANKET
PARTITION TYPE SYMBOL

T= THERMAL INSULATION

LH'

SEE PLANS & DETAILS FOR LOCATIONS

SUSP.

CLG CLG

GYP BD
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15 /16
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LINE OF
STRUCTURE
ABOVE
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PARTITION
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. 5 X X

CONTRACTOR
OPTION AT PARTITION
THRU CEILING

HEAD CONDITION

l 5
s

e GRACE

SUSPENDED
CEILING

STUD DIMENSION

SOUND ATTENUATION

THERMAL INSULATION

() | 7/8" HAT cHANNEL | DETAL SPECIFIC DETAIL SPECIFIC
1 | 150 1" UNO. 1" UNO.

g iy 2 1/2" UNO. 2 1/2" UNO.

3 i 3 1/2" UNO. 3 1/2" R11 UNO
4 |~ 3 1/2" UNO 3 1/2" R11 UNO
B | ¢ 3 1/2" UNO. 5 1/2" R19 UNO.
8 ¢ 5 1/2" UNO. 5 1/2" R19 UNO.

PARTITION HEAD CONDITION
@ GYP BD. CEILING/NO RATING
SCALE: 3" = 1'-0°
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ACOUS INSULATION @ 'S’

: CUT GWB AROQUND FLUTES
. W/ 1/2" DEFL. CLEARANCE,
8 1/2" DEFLECTION SPACE

% (DO NOT FASTEN STUDS

OR GYP BD TO RUNNER)

SEE DETAIL 12/A913 SIM.
FOR CONNECTION TO STRUCT.

SCALE: 3" = 1'-0"

PARTITION HEAD CONDITION "R” ("Z” SIM) VJASO
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“NLARGED FLOOR PLAN WITH POWER AND SIGNAL INFORMATION
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1/4"=1"-0"
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ACOUS SEALENT

FASTEN RUNNER

TO PLATE
@ 2'-0" OC

PARTN AS

SCHEDULED

A SEE 12/A913 & 16/A913
: FOR CONNECTION TO STRUCT.

LEGEND: STUD DIMENSION, INSULATION TYPE F50—1P
3/4= 1'-0
SPAN TABLE
INTERIOR NON-BEARING STUDS (U.N.O.)
SPAN SIZE GAUGE SPACING
3 1/2' 24 16° 0.6
3 1/2 "
i /2 20 24° 0C.
4 24 24" 0.C.
6" 24 28°.0.C;
31/2" 18 12" 0.C.
14'-0" : ;
- 4. 20 16. 0.C.
19'-0" 6 24 16 0.C.
6" 20 24° 0C.
19°-0" & 18 128 06
T0 22'-8" 6" 20 16" 0.C.
Sogtig8 6 20 12° 0.C.
6" 18 16" 0.C.

2 - #8 SCREWS THROUGH

NOTE: = DOUBLE STUD WALLS — PROVIDE INTERMEDIATE
BRIDGING @ 4'-0" MAX. AS SHOWN BELOW:

2" BENT LEG, TYP. | N
BRIDGING
STUDS
HEADER & SILL SCHEDULE
OPENING HEADER & SILL JAMB
WIDTH CONFIGURATION STUD
O'T_oo. |l smes 2 STUDS
£-0" 1 |{=—TRACK
’0r 24 GA TRACK
S.T_% ; ~——(2) STUDS 2 STUDS
{ _j=—20 cA TRACK
6'=0" 20 GA TRACK
a’T—%' IA____==—(2) STUDS 3 STUDS
_l=——20 GA TRACK
. 20 GA TRACK
10 " F=——A(2) sTUDS 4 STUDS
10'-0" _l=——"18 6A TRACK
10'-0" u_ ekl
T0 (3) stups 4 STUDS
12-0 18 GA TRACK

INTERIOR PARTITION SYSTEMS

TYPICAL HEADER, JAMB & SILL SPAN TABLE AND SCHEDULE
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SCALE: 3" = 1'-0"

PARTITION HEAD CONDITION "R” (*Z” SIM): VJASO06
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@LEVEL 9 FLOOR PLAN — DESCRIPTION OF SCOPE
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ENLARGED

FLOOR PLAN FOR MAILROOM CASEWORK DIMENSIONS

1/4”=1 '_o"

@ LANDLORD'S NEW DEMISING WALL TO EXTEND TO STRUCTURE ABOVE

@ MODIFY LP'S EXSITNG WALL TO EXTEND TO STRUCTURE ABOVE. APPLY DRYWALL TO

BOTH SIDES OF STUDS. SEE WALL TYPES FOR DETAIL.

@ MODIFY EXISTING CASEWORK AS REQUIRED TO MEET NEW DIMENSIONAL CRITERIA

@ REUSE / RELOCATE DOOR FROM EXISTING MAILROOM. REINSTALL CARD READER.
CONFIRM DESIRED LOCATION OF CARD READER WITH LP PRIOR TO INSTALLATION.

@ EXISTING CARPET TILE TO REMAIN. REMOVE AND STORE DURING CONSTRUCTION
REINSTALL AND CLEAN AFTER CONSTRUCTION SITE IS CLEAN.
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Architect

1211 SW 5th Ave. Suite 2700
Portland, Oregon 97204-3782 USA
Tel 5032210150 Fax 5032950840
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