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CARLETON HART ARCHITECTURE
) 322 nw 8th avenue portland, oregon 97209
t 503 243 2252| f 503 243 3261 | carletonhart.com

MEMORANDUM

to Mary Pat Gardner date 07.07.10
Bureau of Development Services
1900 SW 4" Avenue
Portland OR 97201

from Christine Yun cc
project 20580 — Bridge Meadows
re Fire sprinkler modification for permit
revision #1 to site utility permit 09-168640-
UTL-01-CO
Mary Pat,

| have 3 signed and stamped copies of C3.0 which show a new 2” fire sprinkler line coming off of the existing 2”
domestic water line. Both lines will serve Buildings B, D, E, F and H. Buildings A, C, G and J will be served by
the proposed 4” line for fire sprinkler service and the proposed 2” line for domestic water service.

If you have any questions, please feel free to call me at 503 206 3172.

Thanks, .
A= AH3S IN 3NN000
SAVINGAS L -

Christine Yun
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