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REQUIRED SETBACK

REQUIRED SETBACK
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SETBACK

STEP SLAB 12"

ROOT PROTECTION ZONE (RPZ) FENCING:

6' TALL CHAIN-LINK FENCING W/ 8' METAL POSTS 

@ 25' RADIUS.

NOTE: THERE SHALL BE NO CONSTRUCTION 

ACTIVITY WITHIN THE ROOT PROTECTION ZONE 

UNTIL ALL MAJOR CONSTRUCTION IS COMPLETE. 

ARBORIST SHALL BE PRESENT AND REVIEW 

WORKPLAN FOR REMAINING WORK WITHIN RPZ.
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BUILDING ADDRESS

PREMISES ISOLATION REDUCED 

PRESSURE BACKFLOW ASSEMBLY 

PER WATER BUREAU REQ'S
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(E) FIRE HYDRANT AT 

4926 SE WOODSTOCK
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1. ALL WORK IN PUBLIC RIGHT-OF-WAY UNDER 

SEPARATE PERMIT.

2. REFERENCE ARBORIST'S REPORT AND CIVIL 

DRAWINGS FOR ADDITIONAL INFO.
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0' 5' 10' 20' 40'

SITE PLAN NOTES

Chksht Resp 03/1/221

KEY NOTES

1
KEY BOX: PROVIDE "KNOXBOX" PER FIRE MARSHAL 

PERMIT. MOUNT 6' MAX ABOVE FINISHED GRADE.

FDC: FIRE DEPARTMENT CONNECTION

RADON VENT RISER (1 OF 3). SEE DETAIL SHEET G101.
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APPEAL ITEM 1
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SOUTH ELEVATION - UNPROTECTED OPENINGS2

EAST ELEVATION - UNPROTECTED OPENINGS1

AREA OF APPEAL
ITEM 1

AREA OF APPEAL
ITEM 1

APPEAL ITEM 1
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1. ALL DIMENSIONS ARE TO FACE OF FRAMING UON OR CENTER OF WINDOW 

OPENING, COLUMN, OR GRID. EXTERIOR DIMENSIONS ARE TO FACE OF 

FRAMING. DIMENSIONS INDICATED AS "CLR" ARE CLEAR MINIMUM TO FACE OF 

FINISH.

2. SEE STANDARD FIXTURE MOUNTING HEIGHTS SHEETS G102, G103, G104 & G105 

FOR MOUNTING REQUIREMENTS UON.

3. EXTERIOR WALL AND WINDOW CONDITIONS AND SIZES VARY. SEE PLANS AND 

WINDOW SCHEDULE FOR SIZE AND TYPE.

4. TYPICAL EXTERIOR WALL TYPES ARE             AND             UON, SEE PLANS & 

ELEVATIONS FOR LOCATIONS.

5. TYPICAL CORRIDOR WALL TYPE IS             UON.

6. TYPICAL UNIT DEMISING WALL TYPE IS             UON.

7. TYPICAL INTERIOR WALL TYPE IS             UON.

8. REFERENCE ENLARGED UNIT PLANS SHEETS A211, A212 & A213 FOR UNIT 

DIMENSIONS, DOORS, AND ADDITIONAL INFO.

9. ALL DOOR OPENINGS PERPENDICULAR TO A WALL ARE 4" TO THE WALL UON.

10. DOTTED BOXES AND CIRCLES DESIGNATE ACCESSIBLE CLEAR FLOOR SPACES FOR 

REFERENCE.

11. SEE STRUCTURAL PLANS FOR LOCATIONS OF SHEAR WALLS WITH WOOD 

SHEATHING.

12. SEE SHEETS G104 & G105 FOR GRAB BAR BLOCKING REQUIREMENTS AT SHOWER 

AND TOILET.

13. ALL DRYER EXHAUST AND EXHAUST FANS SHALL BE INSTALLED PER 

MANUFACTURER'S WRITTEN  SPECIFICATIONS. VENT TO OUTSIDE AT ROOF, UON. 

VERIFY WITH MECHANICAL DESIGN BUILD. 

14. SIGNAGE INDICATING STAIR CONTINUATION TO THE ROOF TO BE INSTALLED AT 

STREET LEVEL AND ALL FLOOR LEVELS, AND AS APPROVED BY FIRE MARSHAL'S 

OFFICE PRIOR TO OCCUPANCY.

15. SINKS, MIRRORS AND FAUCETS TO BE CENTERED ON VANITY CASEWORK UON. 

SEE SHEET G102, G104 & G105 FOR ADDITIONAL INFORMATION.
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FLOOR PLAN GENERAL NOTES
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Chksht Resp 03/1/221

KEY NOTES

1 RADON VENT RISER (1 OF 3). SEE DETAIL SHEET G101.

1

APPEAL ITEM 2

AREA OF APPEAL
ITEM 2 - 
PUBLIC
RESTROOM AT
FIRST FLOOR

AREA OF APPEAL ITEM 2 -
ELEVATOR AND STAIR
ACCESS FROM OCCUPIED
ROOF DECK TO PUBLIC
RESTROOM AT THIS FLOOR
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1. ALL DIMENSIONS ARE TO FACE OF FRAMING UON OR CENTER OF WINDOW 

OPENING, COLUMN, OR GRID. EXTERIOR DIMENSIONS ARE TO FACE OF 

FRAMING. DIMENSIONS INDICATED AS "CLR" ARE CLEAR MINIMUM TO FACE OF 

FINISH.

2. SEE STANDARD FIXTURE MOUNTING HEIGHTS SHEETS G102, G103, G104 & G105 

FOR MOUNTING REQUIREMENTS UON.

3. EXTERIOR WALL AND WINDOW CONDITIONS AND SIZES VARY. SEE PLANS AND 

WINDOW SCHEDULE FOR SIZE AND TYPE.

4. TYPICAL EXTERIOR WALL TYPES ARE             AND             UON, SEE PLANS & 

ELEVATIONS FOR LOCATIONS.

5. TYPICAL CORRIDOR WALL TYPE IS             UON.

6. TYPICAL UNIT DEMISING WALL TYPE IS             UON.

7. TYPICAL INTERIOR WALL TYPE IS             UON.

8. REFERENCE ENLARGED UNIT PLANS SHEETS A211, A212 & A213 FOR UNIT 

DIMENSIONS, DOORS, AND ADDITIONAL INFO.

9. ALL DOOR OPENINGS PERPENDICULAR TO A WALL ARE 4" TO THE WALL UON.

10. DOTTED BOXES AND CIRCLES DESIGNATE ACCESSIBLE CLEAR FLOOR SPACES FOR 

REFERENCE.

11. SEE STRUCTURAL PLANS FOR LOCATIONS OF SHEAR WALLS WITH WOOD 

SHEATHING.

12. SEE SHEETS G104 & G105 FOR GRAB BAR BLOCKING REQUIREMENTS AT SHOWER 

AND TOILET.

13. ALL DRYER EXHAUST AND EXHAUST FANS SHALL BE INSTALLED PER 

MANUFACTURER'S WRITTEN  SPECIFICATIONS. VENT TO OUTSIDE AT ROOF, UON. 

VERIFY WITH MECHANICAL DESIGN BUILD. 

14. SIGNAGE INDICATING STAIR CONTINUATION TO THE ROOF TO BE INSTALLED AT 

STREET LEVEL AND ALL FLOOR LEVELS, AND AS APPROVED BY FIRE MARSHAL'S 

OFFICE PRIOR TO OCCUPANCY.

15. SINKS, MIRRORS AND FAUCETS TO BE CENTERED ON VANITY CASEWORK UON. 

SEE SHEET G102, G104 & G105 FOR ADDITIONAL INFORMATION.
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1. ALL DIMENSIONS ARE TO FACE OF FRAMING UON OR CENTER OF WINDOW 

OPENING, COLUMN, OR GRID. EXTERIOR DIMENSIONS ARE TO FACE OF 

FRAMING. DIMENSIONS INDICATED AS "CLR" ARE CLEAR MINIMUM TO FACE OF 

FINISH.

2. SEE STANDARD FIXTURE MOUNTING HEIGHTS SHEETS G102, G103, G104 & G105 

FOR MOUNTING REQUIREMENTS UON.

3. EXTERIOR WALL AND WINDOW CONDITIONS AND SIZES VARY. SEE PLANS AND 

WINDOW SCHEDULE FOR SIZE AND TYPE.

4. TYPICAL EXTERIOR WALL TYPES ARE             AND             UON, SEE PLANS & 

ELEVATIONS FOR LOCATIONS.

5. TYPICAL CORRIDOR WALL TYPE IS             UON.

6. TYPICAL UNIT DEMISING WALL TYPE IS             UON.

7. TYPICAL INTERIOR WALL TYPE IS             UON.

8. REFERENCE ENLARGED UNIT PLANS SHEETS A211, A212 & A213 FOR UNIT 

DIMENSIONS, DOORS, AND ADDITIONAL INFO.

9. ALL DOOR OPENINGS PERPENDICULAR TO A WALL ARE 4" TO THE WALL UON.

10. DOTTED BOXES AND CIRCLES DESIGNATE ACCESSIBLE CLEAR FLOOR SPACES FOR 

REFERENCE.

11. SEE STRUCTURAL PLANS FOR LOCATIONS OF SHEAR WALLS WITH WOOD 

SHEATHING.

12. SEE SHEETS G104 & G105 FOR GRAB BAR BLOCKING REQUIREMENTS AT SHOWER 

AND TOILET.

13. ALL DRYER EXHAUST AND EXHAUST FANS SHALL BE INSTALLED PER 

MANUFACTURER'S WRITTEN  SPECIFICATIONS. VENT TO OUTSIDE AT ROOF, UON. 

VERIFY WITH MECHANICAL DESIGN BUILD. 

14. SIGNAGE INDICATING STAIR CONTINUATION TO THE ROOF TO BE INSTALLED AT 

STREET LEVEL AND ALL FLOOR LEVELS, AND AS APPROVED BY FIRE MARSHAL'S 

OFFICE PRIOR TO OCCUPANCY.

15. SINKS, MIRRORS AND FAUCETS TO BE CENTERED ON VANITY CASEWORK UON. 

SEE SHEET G102, G104 & G105 FOR ADDITIONAL INFORMATION.
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1. ALL DIMENSIONS ARE TO FACE OF FRAMING UON OR CENTER OF WINDOW 

OPENING, COLUMN, OR GRID. EXTERIOR DIMENSIONS ARE TO FACE OF 

FRAMING. DIMENSIONS INDICATED AS "CLR" ARE CLEAR MINIMUM TO FACE OF 

FINISH.

2. SEE STANDARD FIXTURE MOUNTING HEIGHTS SHEETS G102, G103, G104 & G105 

FOR MOUNTING REQUIREMENTS UON.

3. EXTERIOR WALL AND WINDOW CONDITIONS AND SIZES VARY. SEE PLANS AND 

WINDOW SCHEDULE FOR SIZE AND TYPE.

4. TYPICAL EXTERIOR WALL TYPES ARE             AND             UON, SEE PLANS & 

ELEVATIONS FOR LOCATIONS.

5. TYPICAL CORRIDOR WALL TYPE IS             UON.

6. TYPICAL UNIT DEMISING WALL TYPE IS             UON.

7. TYPICAL INTERIOR WALL TYPE IS             UON.

8. REFERENCE ENLARGED UNIT PLANS SHEETS A211, A212 & A213 FOR UNIT 

DIMENSIONS, DOORS, AND ADDITIONAL INFO.

9. ALL DOOR OPENINGS PERPENDICULAR TO A WALL ARE 4" TO THE WALL UON.

10. DOTTED BOXES AND CIRCLES DESIGNATE ACCESSIBLE CLEAR FLOOR SPACES FOR 

REFERENCE.

11. SEE STRUCTURAL PLANS FOR LOCATIONS OF SHEAR WALLS WITH WOOD 

SHEATHING.

12. SEE SHEETS G104 & G105 FOR GRAB BAR BLOCKING REQUIREMENTS AT SHOWER 

AND TOILET.

13. ALL DRYER EXHAUST AND EXHAUST FANS SHALL BE INSTALLED PER 

MANUFACTURER'S WRITTEN  SPECIFICATIONS. VENT TO OUTSIDE AT ROOF, UON. 

VERIFY WITH MECHANICAL DESIGN BUILD. 

14. SIGNAGE INDICATING STAIR CONTINUATION TO THE ROOF TO BE INSTALLED AT 

STREET LEVEL AND ALL FLOOR LEVELS, AND AS APPROVED BY FIRE MARSHAL'S 

OFFICE PRIOR TO OCCUPANCY.

15. SINKS, MIRRORS AND FAUCETS TO BE CENTERED ON VANITY CASEWORK UON. 

SEE SHEET G102, G104 & G105 FOR ADDITIONAL INFORMATION.
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LEGEND

KEY NOTES-

1. OPEN-FLAME COOKING DEVICE

2. LINE OF ROOF ABOVE

3. FIRE EXTINGUISHER IN CABINET WITH SIGNAGE

4. MANUALLY RESETTABLE SHUT-OFF VALVE W/ SIGNAGE

APPEAL ITEM 2

AREA OF APPEAL
ITEM 2 - OCCUPIED
ROOF DECK FOR
RESIDENTS ONLY

AREA OF APPEAL
ITEM 2 - OCCUPIED
ROOF DECK FOR
RESIDENTS ONLY

AREA OF APPEAL
ITEM 2 - ELEVATOR
AND STAIR ACCESS
TO GROUND FLOOR
RESTROOM



WATER CLOSETS LAVATORIES

MALE

1:75

1:100

FEMALE

1:75

1:100

MALE

1:200

1:100

FEMALE

1:200

1:100

WATER CLOSETS LAVATORIES

MALE

0.32

0.03

FEMALE

0.32

0.03

MALE

0.12

0.03

FEMALE

0.12

0.03

REQUIRED RATIOS REQUIRED NO. OF FIXTURES

DF

REQ'D

0

0

0

0

0

TOTAL

REQUIRED

PROVIDED

OCC.

CLASS

B

S-1

R-2

CHAPTER 29:  PLUMBING
ROOF DECK IS DESIGNATED AS AMENITY SPACE FOR RESIDENTS. OCCUPANTS HAVE ACCESS TO 

BATHROOMS WITHIN THEIR INDIVIDUAL DWELLING UNITS.

LOBBY AND HALLWAYS ARE CIRCULATION SPACES, AND ARE NOT INCLUDED IN CALCULATION 

FOR PLUMBING FIXTURES.

COFFEE SHOP: B = 24 OCCUPANTS

STORAGE: S-1 = 3 OCCUPANTS

DWELLING UNITS = 26 

1:DU 1:DU 26

27

32

26

27

32

APPEAL ITEM 2
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