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Development Services
From Concept to Construction

APPEAL SUMMARY

Status: Decision Rendered

Appeal ID: 21903 Project Address: 901 SW King Ave

Hearing Date: 9/25/19 Appellant Name: Zach Owen

Case No.: B-003 Appellant Phone: 5039439250

Appeal Type: Building Plans Examiner/Inspector: Ed Marihart

Project Type: commercial Stories: 12 Occupancy: R-2 Construction Type: 1-A 

Building/Business Name: Fire Sprinklers: Yes - All tenant floors, See Appeal ID# 
18977

Appeal Involves: Alteration of an existing structure LUR or Permit Application No.:

Plan Submitted Option: pdf    [File 1] Proposed use: Apartment Building

APPEAL INFORMATION SHEET

Appeal item 1

Code Section Chapter 13 Systematic Inspection Program

Requires Chapter 13 modification, a change of use and/or layout requires a building code appeal.

Proposed Design Area of work: 12th floor, Unit #12-L

Proposed change in layout for 12th floor apt. unit. Proposed division of existing apt. unit #12-L into 
(2) separate apt. units #12-L & 12-M, reverting back to original floor plan configuration as initially 
constructed. 

Proposed new minimum 1-hr rated assembly to be constructed between units w/ STC rating not 
less than 50. 
GA file # WP-1530 is a 2-hr rated assembly with an STC of 50-45 composed of 1-5/8” steel studs 
at 24” O.C. with (2)-layers Type-X gypsum Bd. applied to each side, and 1-1/2” mineral fiber 
insulation stapled into stud space. 

The building is provided with a fully automatic sprinkler system. A single fire sprinkler is provided 
within each dwelling unit located above the unit doorway. Alternate Type 13 sprinkler, standpipe 
and fire pump system approved under appeal ID#: 18977

Reason for alternative The proposed design is intended to restore units 12-L and unit 12-M back to original plan 
configuration as initially constructed. All existing exits and egress routes are maintained, providing 
equivalent life safety. Proposed restoration work consists of non-combustible materials meeting 
Type 1A construction requirements, providing equivalent fire protection. 
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APPEAL DECISION

Reconfiguration of unit 12L to the original two unit floor plan in Chapter 13 building: Granted as 
proposed. 

The Administrative Appeal Board finds that the information submitted by the appellant demonstrates that the 
approved modifications or alternate methods are consistent with the intent of the code; do not lessen health, 
safety, accessibility, life, fire safety or structural requirements; and that special conditions unique to this project 
make strict application of those code sections impractical.

Pursuant to City Code Chapter 24.10, you may appeal this decision to the Building Code Board of Appeal within 
90 calendar days of the date this decision is published. For information on the appeals process, go to 
www.portlandoregon.gov/bds/appealsinfo, call (503) 823-7300 or come in to the Development Services Center.
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